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C 000| Initial Comments C ooo

This is a Report of a Biennial Construcfion Survey
cenducied by Greg Cales on April 22, 2015,

Based on Information galhared from our files, the
facilily was first licensed or submitted for
licensure on of abouf December 30, 1997 with
Thirly-Four (34} Special Care Resideni Beds,
BHased on this information, the faciity i& required
to meet the 1996 Homes for the Aged and
Disabled- Minlmum Standards and Regulations;
thie 1996 Ed'lion.of the Morth Caroling Stale
Building Cade, Section 409,1- Group |

{ Unrestrained Ocoupancy; and the applicable

| porbons of the 2005 Rules for Licensing of Adult
Cars Homes of Seven or More Beds.

€ 184) Housekeeping and Furnishings-Clean, Repaired | C 184

SECTION 0300 - PHYSICAL PLANT

108 HCAT 13F 0306  HOUSEKEEFING AND
FURMNISHINGS

(a) Adult care homes shall:

(1) have walls, ceilings, and floors or fleor
covanngs kepl clean and in good repair;

(2} have no chronic unpleasant odors,

(3) have furniture clean and in good repair;

(e} Thi&__RuIe..shai'I apphy to new and exisiing

| facilities,

Thiz Rule is not mel a5 evidenced by
1- Based on obsenvalions, the facility has failed to
mainfain the ceilings m good repair,

Findings include:

a- The ceiling liles throughout the facility are
uplifted and nol sel well into the grid and in many
places, cracked, chipped, or broken, Specific
examples inciude bul are nod lImiled b

MAY 2 H s

A complete inspection of all ceilings Las
been completed. All loose tiles have
been set in the grid. Damaged tiles will
be replaced by June 30, 2015,
Inspections will occur monthly or after
ceiling work has occurred to ensure tles
remain intact,
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C 164 | Confinued From page 1 C 164
1- 151 Floor Resiroom
2- Al the smoke doors near Room 122 The doors/frames have all been
3= Laundry inspected and cleaned as of May 26,
— IJE G lhe facily has falled o 2015, These areas will be included i
- Based on observations, the faclily has fad . .
malniain the building In & clean manne. the monthly inspection and cleaned as
necassary.
Findings inclode:
a- Many of the door frames have a coating of dust
and linf around them.
3- Basad on observalions, the facility has falled to The odors in room 129 will be resolved
malntain the faclily free of cdors, by replacing the carpet with laminat P
| o flooring, and having the mattress
Findinge Include: replaced and protected with an encased
' cover, A new enzyme cleaner s Use
a- In the fallowing rooms, thers Was a distinct
odor of urine to include, but not limited to; dally. We have a regular schedule to
| 1- Baom 128 dlean carpets In that hallway,
' 2- Room 128 .
C 166 Housekeaping-Maintained Free of Hazards C 168
SECTION 0300 - PHYSICAL PLANT
108 MCAC 13F 0306  HOUSEKEEPING AND
FURMISHINGS
{a} Adull care homes shall
{8) be maintained In an unclultered, clean and
orderly manner, free of all obsiructions and
hazards,
(a] This Rule shall apply fo new and existing
facilities.
This Rule iz not mel as evidenced by
1- Based on observation, the faclily has failed io
mialnifain tha building free of hazards. '
. Findings include;
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Confinuad From page 2

2- In ai least bwo of the resideni rooms, tha
malding plece that restricts the windows fram
baing opened more than § inches has been
remaoved, possibly allowing a residant to open the
window and potentially fall from the 2nd floor
| level. Specific examples include bub are not
limited to:

1- Room 131

2- Room 132
[ I bhe 15t Flocr Laundry, the dryer exhaust
vent has been disconnected from dryer, aBowing
a large amount of int fo be diskibuted and setfle
hehind the dryer causing a fire hazard.

 189] Building Equipmenl Maintalned Safe, Operaling

% SECTION 0300 - PHYSICAL FLANT
{10ANCAC 13F 05311 OTHER
REQUIREMENTS

{a) The building and all fire safely, elecircal,
mechanical, and plumbing equipment in an adult
| care home shall ba maintained in a sale and

| aperating condition.

(k1 This Rule shall apply fo new and existing
facililies with lhe exceplion of Paragraph ()

| which shall not apply to existing facilities.

This Fule is not met as avidenced by

1- Based on chservalions, the faclityfailed 1o

l. ensure that the emargency evacualion systems
are propery maintained.

Findings inchede:
a- Throughout the facility, many of the EXIT signs

ware found o ned illuminate on battary power
| when lested. Specific examples include but are

C 6B

intact.

C 18

2015,

All windows have been inspected and
missing blocks installed. This area is
included In the monthly inspection, dnd
any missing blocks will be replaced
immediately.

Mightly inspections of the laundry
rooms, with particular attention to IIE
| dryer vent, will ensure this area rem

Mew exit signs have been ordered. A
Exit signs will be replaced by June 3

ins
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183 Continued From page 2 C 1RG
nol limiked fo;
1- 2nd Floor near the Mechanical Foom
2= 2nd Floor at the Acivity Hoom
3- 2nd Floor al the Kitchen
1
Based on obzervations, the facllify has falled lo I
maintain the HVAC svstem in a safe and
oparating condifion.
Findings include:
a- Tha HVAC return vents in many areas of the
Tacility are coated with dust,
A regular cleaning schedule has been
established to ensure all vants — neilrg
and HVAC units — are maintained in '
safe and operating condition.
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